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nlI:TOnOIHTIKO / CERTIFICA TE 
E=ETArHI: TYnOY EK rYM4)ONA ME THN OAHriA 96/98/EK
 

OlTW~ TPOlTOlTOlrleIlKf: lJE TIlV oC5llyia 2008/67/EK
 
EC Type - examination (Module B) according to Directive 96/68/EC
 

as amended by Directive 2008/67/EK
 

TauTOTIlTa npO"'OVTO~ : Mil <POPIlTO~ KOI JJ£Ta<p£pT6~ lTUpoaJ3£OTrlpa~ 
Product Item Identification: Non·portable and transportable Extinguisher 

Ap19J.10~ nlaTOnOll'lTIKou/Cel1ificate No MED-EX-C-284/EN 1866/B/01 109 

API9lJOC; KOlvonoi.,al1C; TOU <J)opta nIOTonofl1al1C;: 0437 
Notification No of the Certification body: 

HJ.lEpOJ.ll1via EKl>ooEw9Date of Issue: 26 Auyoricnou 2009(26"1 August 2009) 

ApI9~oC; 'EK9tal1e; EAtyxoulTest Repol1 No: MED- EX-R-284/EN1866101/09 

'Ovo~a & l\Jal1 TOU KaTaaKwaaTlilName and Address of the Manufacturing Plant:
 
MOBIAKA.E.
 

M6pKOU MTT6raapl1 96 - 98, XANIA 731 36
 

Tunoe; npoI6VTO~: TpoxliAaToc; nupoal3mTlipae; CO2, 10 kg: runoe; MBK06-100CA-P1A 
Product Type: 10 kg, CO2 Mobile Fire Extinguisher: Model MBK06-100CA-P1A 

Apt8J.1oC; IXtl>iou / Drawing N: JXM31-07/01-2Rev.O & KAIXUAN /KX03-026F-00 

Kavovla~oi & np6Tuna : Dir 2008l6r/08 (Marine Equipment), Regulation 1/-2/10 
Regulations & Standards: IMO Res. MSC.98(73) FSS Code, IMO Res. A.9S1(23), 

EN 1866-1:2007 

AHJ\QI:H I Declaration 
ElTIlk,xUWVOU~Jt; OTi 0 Turrm; rrpol6vTm; rrou avalptp£TUJ avwTtpw IKuvDrrol£i TIe; orraJTIll1£Je; T'Ie; OO'lVlae; 96/98/EK, 
OTTwe; TpoTTorroll'J6rlK£ IJ£ Hlv oollVia 2008/67/EK. IKavorrOlei £TTiI1IK TIK arrom;c£le; TOU TTpoTurrou EN 1866 Kal 
I1UVaV£TUI we; t:K TOUTOU OTI IKovorroJei 6Ao TO KplTl'JplO oTTolloxiic; TOU SOlAS 74, 6rrwC; E.XEI TporroTToI1J8l:i, lOU 
KoVovralJou 11-2/10 KOJ TWV ArrOlpOaewv MSC.98l73) FSS Code, IMO Res. A.951l23). Movov Ta uAIKa rrou oVO«p£poVTOI 
aT'lv tKeWIJ r.N:vxou urroIJAii8IJKaV at: tM.vXD. To" IiilJa IUlJlJoP«PW<11K .. IJTTopti vo Tted ClTOV avwTtpw t~orrAlalJo 

povov tcp600v oAoIl/\J]pw8£i rrAJipwc; IJ cpQClIJ TOU £M.vxou TTopaywv!'K (Ev6TIJTte; 11 ii E ii IT), orrwe; avolptpeTaI aTO 
rrop{JpT'llJa B Tile; 06llViae; 961981EK. 0 alTWV TTpi.TTel VO £VIlJl£PWV£1 TOV KOlvorrOIIJIJ£VO opyavl<7po \'lO orrOla6l1rroT£ 
TpoTTorrolf)<J'l TOU £yK£KptlJtVDU 1J£T0«p£pOlJ£VOU ~orr"lclJoii urro rri£ClIJ 
We here by certify that the type mentioned above meets the requirement of the Directive 96198/EC. as amended by Directive 
2008l6BIEC. It also meets all the cmeria given in Standard EN 1866 and therefore be considered to satisfy all the 
acceptance criteria according to SOLAS 94 as amended and Reg. 11-2110 and IMO Res.MSC,98(73) FSS Code and IMO 
Res A.951 (23). Only the materials detailed in this report have been subjected to tests. The' Mark of Conformity" may only 
be affixed to the above equipment when the production - control phase (Modules 0 or E or F) is fully completed, 8S laid 
down in Annex B of the Dir 96198IEC. The applicant must inform the notified body of all modifications to the approved 
transportable pressure eqUipment. 

~lapK(la laXlIoc; nlOTOnOll1TIKOU : 25 Auvouarou 2019 
ValiditY of the Certificate: 2Sh August 2019 
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~XNIK OEAPTHMA: KarciAoY0t:; rWHrarwv rl:XVIKr)<:; f[KIJ'lpiW<T'lt:; (a~t'5wv 4) 
TECH CAL ANNEX.' List of relevant parts of technical dowmentallO!j.1rlo of pages 4) 
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